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12300 W. Dakota Ave., Suite 110 u.s. Department 
Lakewood, CO 80228of Transportation 

Pipeline and 

Hazardous Materials Safety 

Administration 


NOTICE OF AMENDMENT 

CERTIFIED MAIL - RETURN RECEIPT REQUESTED 

May 5, 2011 

Mr. Robert Checketts 
Vice President Operations, IT and Engineering 
Kern River Gas Transmission Company 
2755 East Cottonwood Parkway 
Salt Lake City, UT 84121 

CPF 5-2011-1002M 

Dear Mr. Checketts: 

On March 29 - 31, 2011, representatives of the Pipeline and Hazardous Materials Safety 
Administration (PHMSA), pursuant to Chapter 601 of49 United States Code, inspected Kern 
River Gas Transmission Company's procedures for operations, maintenance, and emergency 
response in Salt Lake City, Utah. 

On the basis of the inspection, PHMSA has identified the apparent inadequacies found within 
Kern River Gas Transmission Company's plans or procedures, as described below: 

1. §192.605 Procedural manual for operations, maintenance, and emergencies: 
(b) Maintenance and normal operations: 
(4) Gathering of data needed for reporting incidents under Part 191 of this chapter 
in a timely and effective manner. 






